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Abstract: One of the main concerns that limit the widespread use of Fibre-Reinforced 
Polymers (FRP) bars as internal reinforcement for reinforced concrete (RC) structures is their 
relatively unexplored response to elevated temperatures. The behaviour of FRP reinforcement 
at elevated temperature as well as their post-fire behaviour can be different from conventional 
reinforcement and depends on the properties of the constituents of the bars. Therefore, the fire 
resistance of FRP-RC structures is an important issue that needs careful investigation before 
FRP reinforcement can be implemented in RC structures.
The experimental results for full-scale FRP-RC beams subjected to specific fire action 
were presented and discussed in this paper. The specimens were exposed to heat in the mid-sec-
tion from below (tension zone) and from the sides. As one of the main aims was to examine the 
influence of different reinforcement configurations, the testing was made for concrete beams 
reinforced with three different types of FRP bars: (i) basalt-FRP (BFRP), (ii) hybrid FRP with 
carbon and basalt fibres (HFRP) and (iii) nano-hybrid FRP (nHFRP), with modification of the 
epoxy matrix of the rebars.
The present work describes the behaviour of FRP-RC beams exposed to fire conditions 
and simultaneous loading (50% of their ultimate strength capacity at normal temperature) and 
unloaded beams were tested after the cooling phase in order to evaluate their residual resistance.
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Present work shows that the type of FRP bars used has a direct influence on the outcomes 
and the way of destruction. The maximum ductility, the longest heating time of approximately 
100 minutes, was obtained for beams reinforced with BFRP bars and attained deflections were 
corresponded to the value of 162 mm.
Keywords: Fibre-Reinforced Polymers (FRP) bars, Hybrid FRP bars, FRP-RC beams, 
Fire resistance of FRP, Fire resistance of FRP-RC members
1. Introduction
Implementing Fibre-Reinforced Polymers (FRP) bars as an alternative solution to tradi-
tional methods of reinforcing has become an extremely interesting issue from both theoretical 
and practical perspectives. FRP bars are attractive due to their advantageous properties such 
as durability in environments subjected to heavy corrosion, low weight while maintaining, 
or adequate stiffness and stability. Progress in manufacturing technology has introduced new 
types of FRP bars, and furthermore different hybrid FRP (HFRP) types that contain several 
types of reinforcing constituents and/or several types of adhesive constituents in a matrix. An 
important feature of HFRP bars is that the combination of its constituent allows for adjustment 
of their properties to a desirable design situation.
Nevertheless, the employment of FRP bars as internal reinforcement for reinforced 
concrete (RC) structures still poses many challenges. The bond behaviour of FRP reinforcement 
varies from conventional rebar due to the anisotropy of the material and a different surface 
texture than that of steel. In addition, FRP reinforcement displays linearly elastic behaviour up 
to its failure when subjected to tensile forces [1]. Other issues include a lower modulus of elas-
ticity (for certain types) and brittle mode of failure [2]. This causes FRP bars to break without 
significant bending of the element, so this mode of failure is un-signalized [3]. However, some 
authors suggest that hybridization can partially solve this issue by changing the behaviour of 
FRP-RC members, making it semi-ductile instead of linear [4], [5].
The mechanical performance of FRP-RC structures is already known at ambient temper-
atures. One of the major issues that hinder the extensive use of FRP reinforced members is 
their low fire resistance, which is of high importance since building structures must satisfy 
the requirements of building codes, which relate to the behaviour of those structures in 
a fire. Fire ratings for buildings refer to the amount of time a structure can be exposed to 
fire before the structure collapses [6], [7]. Fire resistance of FRP-RC structures, particu-
larly, is a multifaceted issue that considers many influencing factors, such as the critical 
temperature for a certain type of FRP bars, fire scenario, clear concrete cover, aggregates 
used for concrete mixture, etc.
The data available from standards on the behaviour of FRP, and particularly HFRP bars, 
at elevated temperature are scarce. ACI committee ACI 440.1R-15 [8] describes the mate-
rial characteristics needed to design the minimum reinforcement regarding temperature and 
shrinkage thresholds. The Canadian code CAN/CSA S806-12, Annex R for slabs [9] provides 
a design procedure in a fire situation based on critical temperatures related to the FRP bars 
[10]. However, the aforementioned standards are related mainly to the most prevalent and 
commercially available FRP bars and do not consider hybrid bars. 
In addition, several mechanical and physical characteristics of FRP bars make designing 
structures with FRP reinforcement different from conventional RC design in regard to fire resist-
ance aspects [11]. Abassi and Hogg [12] performed fire tests on concrete beams reinforced with 
Glass-FRP (GFRP) bars with a concrete cover of about 70 mm. The beams attained fire endurance 
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for longer than 90 min. Therefore, a minimum concrete cover of 70 mm was recommended for 
design of GFRP-RC beams under fire action.
Furthermore, the literature provides experimental results from failure tests performed 
on FRP reinforced concrete slabs [13]–[16] and beams [12], [17] working in flexure that were 
exposed in most of the cases to conventional fire conditions, e.g. simultaneous loading and 
heating. The outlined literature shows a need for further research regarding the post-fire behav-
iour of FRP-RC structures [17]. Nigro at al. [14] investigated the residual strength capacity 
for slabs reinforced with GFRP bars. Two unloaded slabs after heating attained deflections of 
approximately 70 mm due to their own weight and thermal strains, and their residual resistance 
evaluated after the cooling phase were about 55% to 100% of the ultimate design bearing 
moment resistance. Moreover, it was stated that the typical values of concrete clear cover (i.e. 
between 30 and 50 mm) can be adopted.
As it is suggested in the literature, the behaviour of FRP reinforcement at elevated 
temperatures can be different from the conventional reinforcement and depends on the glass 
transition temperature of the resin. When the temperature in the resin reaches this point, it no 
longer becomes possible to redistribute the stresses along fibres. However, the fibres continue 
to withstand loading till the next threshold at which fibres begin to degrade, which is the point 
of failure of the structure [18]. Nevertheless, the critical temperature of FRP bars remains 
unknown for most of the currently available FRP-reinforcing products [14].
This study investigates the behaviour of FRP-RC beams subjected to specific fire actions, 
where the midsection, approximately 1/3 of the length of the beams, was exposed to heating 
from both the bottom and sides. The experimental procedure consisted of two different cases, 
some samples were exposed to fire conditions and simultaneous loading (50% of their ultimate 
strength capacity at normal temperature), and for the rest of samples the residual resistance was 
estimated, i.e. beams were subjected to heating for approximately one hour and then unloaded. 
Once cooled, the beams were tested until failure. The reference beams for both cases were 
tested to examine the mechanical properties of the beams and compare them with the beams 
after being subjected to elevated temperatures.
The results of investigations were discussed with a particular emphasis on the structural 
behaviour of the concrete members and the types of FRP bars used.
2. Hybrid and nano-hybrid FRP bars
In the context of this work, the term “Hybridization” might be understood as a physi-
cal substitution of a part of fibres by another type. The proposed constituents for the hybrid 
bars: carbon and basalt fibres, were embedded in epoxy resin creating HC/BFRP (HFRP) 
bars. Processing HFRP bars is analogous to the process of producing Basalt-FRP (BFRP) 
bars where a certain amount of the basalt roving is replaced with carbon roving during the 
pultrusion process.
Prior to creating the HFRP bars, several parameters of the proposed HFRP bars were 
estimated, including the location of fibres, technological aspects, and the volume-fraction ratios 
of fibres. With that aim, the numerical and analytical considerations were made.
The properties of FRP bars in the longitudinal direction can be calculated using the Rule 
of Mixtures (ROM) (axial loading – Voigt model) [19]–[21]. The transverse properties can be 
obtained with Halpin-Tsai and other semi-empirical models [22], [23]. However, these models 
do not consider bars configuration, i.e. location of fibres, so, it was suggested to perform 
a numerical simulation.
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The numerical simulation of tensile strength test for HFRP bars was performed by 
Finite Element Analysis (FEA) in the software ANSYS® Academic Research Mechanical, 
Release 16.2 [24]. Two different bar configurations were proposed, one where carbon fibres 
were substituting basalt fibres in the core region, the other one with carbon fibres located in 
the near-surface region. In addition, different volume fractions were used to estimate their 
influence on the mechanical properties of HFRP bars. 
The results showed that bar configuration is less important than the volume fraction 
of fibres. The difference between various bar configurations was shown to be a maximum 
of 2%. Meanwhile, the volume fraction of all analyzed combinations can influence the final 
stiffness by 74.6%.
Several technological issues were observed while placing the carbon fibres located in 
the near-surface region, such as increased heterogeneity in fibre locations and local scorching 
of the bars caused by temperature increases. Consequently, the appropriate location of carbon 
fibres is in the core region of the HFRP rebar.
As it is suggested in the literature, the addition of nano silica particles into the epoxy 
resin can improve the general performance of a composite material [25]–[27]. Therefore, it 
was decided to elaborate nano-Hybrid FRP (nHFRP) bars as well. A modified epoxy resin 
with a four-component 1300 System® was used, which is dedicated to the manufacturing of 
composite materials using the pultrusion method. The sol with the nano silica particles with 
a concentration of 25 to 30% by weight was used. The average diameter of particles was equal 
to 24.7 nm, containing two fractions: fine (80%) and coarse (20%).
A more detailed description of HFRP and nHFRP development is provided in the compan-
ion papers [28]–[31].
3. Materials and experimental programme
The experimental programme encompasses the design and fabrication of nine FRP 
reinforced concrete beams without any fire protection system. The investigation consisted of 
two different cases, Group 1 – standard fire resistance testing, the beams were subjected to 
loading and heating at the same time till the failure (50% of their ultimate strength capacity 
at normal temperature); Group 2 – residual fire resistance testing, the beams were heated for 
a period of approximately one hour and then loaded till failure. 
In addition, both groups were divided into two sets: set 1 with the tested beams and set 
2 as reference beams. Sets 1 for both groups were preliminarily loaded, applying a gradual 
force until 50% of their ultimate strength capacity, and then unloaded to simulate realistic 
conditions, i.e. appearance of cracks. Beams from set 2 were tested with four-point flexural 
tests without preliminary loading and were not exposed to elevated temperatures. Table 1 shows 
the description of the specimens used in the tests depending on the set.
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Table 1. Descriptions of the Specimens. Source: own study
Set No. Beam  designation*
Reinforcement type  
(tension zone)
Preliminary loaded 
(50% of ultimate load)
[Items / Ø / Type] [kN]
GROUP 1 – Standard fire resistance testing & GROUP 2 – Residual fire resistance testing 
1
B2Ø14 2 / 14 / BFRP 30
H2Ø14 2 / 14 / HFRP 40
N2Ø14 2 / 14 / nHFRP 40
2  
(reference samples)
B2Ø14 2 / 14 / BFRP 0
H2Ø14 2 / 14 / HFRP 0
N2Ø14 2 / 14 / nHFRP 0
* B – reinforced with BFRP bars; H – reinforced with HFRP bars; N – reinforced with FRP bars
All specimens had the same section dimensions: 140 mm wide, 260 mm high and were 
3200 mm long. The clear cover was equal to 30 mm from all sides for all tested specimens.
The beams were reinforced solely with FRP bars, three different types of FRP bars 
were used for the tensile zone: (i) BFRP, (ii) HFRP and (iii) nHFRP bars; reinforcement ratio 
0.98% was constant for all samples. The compression zone and shear reinforcement were kept 
constant for all the beams and were reinforced with two BFRP bars with diameters of 8 mm. 
The stirrups were made of BFRP with a diameter of 6 mm and spacing of 100 mm for all the 
beams. The stirrups for the mid part were omitted to simulate clear bending. Figure 1 shows 
the scheme of tested specimens.
Fig. 1. Schematic details of beam specimens. Source: own study
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3.1. Materials utilized for the work
3.1.1. Concrete
The concrete mixture was the same for all beams: a typical concrete mix C40/45 was 
used. Ordinary Portland cement CEM III/A, ash, and crushed stone (silica) with a nominal 
maximum size of 16 mm were used in concrete mixes.
3.1.2. Reinforcement
A more detailed description for choosing the configuration of the bars and their charac-
teristics are reported in the following companion papers [28]–[31]. The mechanical properties 
for BFRP, HFRP and nHFRP, obtained experimentally from tensile testing, are shown in Tab. 2.
Table 2. Mechanical properties of FRP bars. Source: own study
Type of bars Maximum tensile force Tensile strength
Tensile strength  
at rupture Modulus of elasticity
Type / Dia Fu
[kN]
fu
[MPa]
εu
[%]
E11
[GPa]
BFRP Ø6 37.07 1148.81 2.48 46. 47
BFRP Ø8 60.03 1103.30 2.52 43.87
BFRP Ø14 179.26 1101.94 2.39 46.02
HFRP Ø14 206.57 1160.06 1.61 72.12
nHFRP Ø14 150.54 958.00 1.58 60.44
3.2. Test setup
In order to monitor the temperature distribution, deflections and possible stretching, the 
beams were instrumented with thermocouples in different locations (in concrete at different 
depths and sections and on the bars’ surface) and dial gauges (on the top side and on edges).
The furnace was located around the central part of the beam and heated 1/3 of the beam 
length. The heating was applied from the bottom and sides. The gaps between the furnace and 
the beam were insulated with ceramic and rock wool. Heating was applied in accordance with 
standard heating curve ISO-834 (1999) [32].
The Fig. 2 demonstrates the test setup and instrumentation of the beams.
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Fig. 2. Test setup description and instrumentation of the beams. Source: own study
3.3. Standard fire resistance testing
In the case of standard fire resistance testing, three beams of Set 1 were first loaded in the 
four-point flexural test with a gradual force till 50% of their ultimate strength capacity, then 
unloaded before being heated. The values of loading are shown in Tab. 1. Then, the beams 
were reloaded with sustained loading providing a bending moment that corresponds to 50% of 
ultimate bending moment resistance of the beams (at ambient temperature), and heating was 
applied. Beams were loaded and heated till failure. Set 2 was used as a reference to calculate 
the loading that the beams can withstand.
Beams of Set 1 were destroyed in different ways, the B2Ø14 was destroyed due to 
reinforcement failure, and both other beams reinforced with hybrid bars were destroyed due 
to concrete crushing. All the beams of the Set 2 were destroyed due to concrete crushing.
The deflections against heating duration are shown on the Fig. 3. The maximum time 
of fire exposure, 97 minutes, was achieved by the sample B2Ø14, once the deflection at the 
midspan attained a value UB2Ø14 = 162 mm. The temperature recorded on the bottom side was 
approximately 940oC and 593oC, measured directly on the bars. The displacements for the 
beams reinforced with hybrid bars were approximately 70 mm
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a) b)
c)
Fig. 3. Deflection – heating duration dependencies for samples (Group 1): a) B2Ø14, b) H2Ø14, c) N2Ø14. 
Source: own study
When the concrete cover was removed from samples H2Ø14 and N2Ø14, it could be 
seen that the resin evaporated from the bars. Moreover, it is visible that the temperature caused 
a de-bonding of the bars from the concrete. Figure 4 demonstrates the beam H2Ø14 after 
removing clear concrete cover.
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Fig. 4. Uncovered HFRP bars (by removing the clear cover after testing). Source: own study
3.4. Residual fire resistance testing
For residual testing, the beams of Set 1 were preliminarily loaded with a force of 50% of 
their ultimate strength capacity. Then the beams were unloaded. For the following steps, the 
beams were placed into a furnace and heated for approximately one hour. After heating, the 
beams were allowed to cool, and finally reloaded flexurally until failure. Figure 5 demonstrates 
the beam sample B2Ø14 from Set 1 just after it was taken out of the furnace.
Fig. 5. Sample B2Ø14 just after taking it out from the furnace. Source: own study
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All the specimens from Set 1 were destroyed due to reinforcement failure in the tension 
zone, unlike beams from Set 2, where destruction took place due to concrete crushing. The 
authors suggest that different manners of destruction can be explained by a significant reduction 
in the properties of the bars after being subjected to elevated temperatures.
The evaluated resistance for beams from Set 1 after being subjected to elevated temper-
atures was 43.39%, 40.34%, and 43.42% lower for the beams B2Ø14; H2Ø14 and N2Ø14, 
respectively, from Set 2 (reference beams). 
Moreover, atypical behaviour of FRP-RC beams was observed while heating unloaded 
beams. The deflections for the beams reinforced with HFRP and nHFRP bars began to decrease 
after reaching a certain temperature threshold. The temperatures, measured on HFRP and 
nHFRP bars, were in the range of 550–570oC. Fig.6 demonstrates deflection – heating time 
dependencies for the beams subjected to residual testing.  
a) b)
c)
Fig. 6. Deflection – heating duration dependencies for samples (Group 2): a) B2Ø14, b) H2Ø14, c) N2Ø14. 
Source: own study
4. Conclusions
The main focus of this research was the experimental investigation of the behaviour of 
FRP-RC beams subjected to elevated temperatures, reflecting conditions of fire and post-fire 
performance of FRP-RC beams. The beams were subjected to a specific fire scenario, where 
the mid-part was heated. 
Two cases were analyzed: (i) standard fire conditions, where loaded beams are subjected 
to heating and simultaneously loaded and (ii) residual behaviour of FRP-RC beams, after being 
subjected to elevated temperatures. 
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The following conclusive remarks can be drawn:
1. Based on the maximum heating time and deflections, the best-recorded results were 
obtained for the samples reinforced with BFRP bars. For standard fire resistance 
testing, BFRP-RC beams show the longest heating time (approximately 100 min) 
and attained the highest deflections, corresponding to the value 162 mm.
2. Different destruction modes were observed for beams reinforced with BFRP bars and 
beams reinforced with hybrid bars after standard testing; for the BFRP-RC structures, 
the destruction was caused by a failure in the tensile zone, unlike in the other samples 
from Group 1 – standard testing
3. The residual capacity for the beams after being subjected to the fire exposure, decreased 
by approximately 40% compared to Set 2. The highest strength capacity was obtained 
by beams reinforced with HFRP bars and was equal to 50.71 kN. It is worth mentioning 
that the post-fire behaviour of FRP-RC beams was similar as for beams not subjected 
to fire exposure until failure as it can be seen from the force-deflection curves.
4. Different ways of destruction, all the tested specimens from Set 1 were destroyed 
due to tension zone failure, unlike beams from Set 2. This can indicate a reduction 
of mechanical properties of FRP bars after being subjected to elevated temperatures.
5. It should be noticed that very uncharacteristic behaviour was recorded for the beams 
reinforced with HFRP and nHFRP bars. The authors suggest that this phenomenon 
is connected with the thermal expansion coefficient of the carbon fibres present in 
HFRP and nHFRP bars and therefore creep can appear in the bars, which causes an 
effect of “prestressing” of the beams.
It is worth mentioning that for a comprehensive investigation, it is needed to make more 
sophisticated analyses of a bigger number of samples with different fire scenario in order to 
receive more representative results. Current experimental work will serve to develop a program 
for FRP-RC members tested at and after being subjected to elevated temperatures.
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